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OP. Doc.
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Nurse Clinician
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A135
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Day Room
1C128
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RDC /

524 FERNWOOD DRIVE
ALTAMONTE SPRINGS, FLORIDA
32701

Hampton VA, VAMC
Renovate / Expand SCI, Phase II,

590-911

05/03/2013
FIRST FLOOR WALL TYPE AND

DIMENSION PLAN - AREA A

137-A103
BCTH

11004.00
590-911

Hampton, Va

137

17

GENERAL NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls. See Dtail 2/137-A103.

C. All wood blocking to be fire retardent treated.
D. First floor level 100'-0" equals 728'-0".
E. All partitions shall be type 'S1.0' unless noted otherwise.
F. Refer to detail 9 on sheet 137-A603 for information regarding core

drilling through existing building floor slabs.
G. Provide in Base Bid an allowance for removal/repair/construction of 20

linear feet of metal stud and gypsum wall board partitons.
H. Contractor shall include in base bid, smokestopping/firestopping of up

to 75 existing holes above ceiling in existing smoke or fire barriers (up
to 300 square inches total) at direction of COTR.  Contractor shall
include in base bid patching of 8 larger holes with 5/8” Type X gypsum
board in existing smoke or fire barriers (up to 25 square feet total) at
direction of COTR.  This patching is in addition to patching holes
created by demolition or new construction and shall include both faces
of wall.

N Scale:  1/8" = 1'-0"

DIMENSION PLAN - NORTH

N.T.S.Scale:

Key Plan

DIMENSION PLAN NOTES
1 Align face of wall.
2 Extend existing wall construction to underside of deck above. See Wall

Types.
3 Wall to extend to underside of existing soffit.
5 Locate sink in approximate location. Field verify structure below and

modify location as needed to clear strcuture below. See Detail 1/
137-A305

6 New door in existing framed location. Field Verify.
7 Hold wall assembly tight to structure.

Room List A
Number Name Area
--01 Courtyard 1632 SF
1C4 Corridor 451 SF
1C5 Corridor 876 SF
1C6 Corridor 126 SF
1C8 Corridor 187 SF
1C9 Corridor 485 SF
1C9A Electric 32 SF
1C14 Corridor 680 SF
1C118 Nurse Station 173 SF
1C122 Patient Room 31&32 - Two Bed 492 SF
1C122A Patient Tlt. 14 121 SF
1C122B Patient Tlt. 42 105 SF
1C123 Clean Linen 53 SF
1C124 HAC 42 SF
1C126 SPD 94 SF
1C127 Patient Room 2 - One Bed 322 SF
1C127A Patient Tlt. 2 118 SF
1C128 Day Room 747 SF
1C129 Patient Room 1 - One Bed 322 SF
1C129A Patient Tlt. 1 118 SF
1C130 Computer 331 SF
1C131 Training Room 299 SF
1C132 Satelite Head-end Clst. 47 SF
1C132A O.P. Nurse 125 SF
1C132B Tele. Health 123 SF
1C133 Patient Room 5 - One Bed 319 SF
1C133A Patient Tlt. 4 117 SF
1C134 Patient Room 25 - One Bed 319 SF
1C134A Patient Tlt. 3 116 SF
1C135 Occupational Therapy 159 SF
1C136 Patient Room 41&42 - Two Bed 482 SF
1C136A Patient Tlt. 11 119 SF
1C202 Patient Room 6 - One Bed 308 SF
1C203 Stair #1 26 SF
1C205 Patient Room 9 - One Bed 310 SF
1C205A Patient Tlt. 30 120 SF
1C212 Student Office 127 SF
1C213 Patient Room 14 - One Bed 310 SF
1C213A Patient Tlt. 7 146 SF
1C214 Patient Room 15 - One Bed 310 SF
1C214A Patient Tlt. 5 120 SF
1C215 Patient Room 16 - One Bed 311 SF
1C215A Patient Tlt. 6 119 SF
1C216 Elec. 49 SF
1C217 Patient Room 17 - One Bed 310 SF
1C217A Patient Tlt. 8 119 SF
1C218 Patient Room 18 - One Bed 310 SF
1C218A Patient Tlt. 18 120 SF
1C219 Stair #2 24 SF
A118 MIO 137 SF
A131 Kinesiotherapy 998 SF
A132 PHY. Office 136 SF
A133 SOC. Office 140 SF
A135 SOC. Office 150 SF
A137 PHY. Office 138 SF
A139 Psych. Office 129 SF
A140 HAC 68 SF
A141 Exam 188 SF
A141A Soiled Utility 26 SF
A142 Break Room 97 SF
A143 Dental Clinic 179 SF
A145 AO Office 190 SF
A147 SCI Chief Office 221 SF
A150 Waiting 160 SF
A151 Secretary Office 154 SF
A152 Copy 69 SF
A153 PVA 133 SF
A154 Consult 128 SF
A155 OP. Doc. 120 SF
A156 Nurse Clinician 115 SF
C204 Stair #1 24 SF
CA23 Corridor 433 SF
CA24 Corridor 316 SF
CA25 Corridor 270 SF
CD1 Corridor 115 SF
D100 Dining 1504 SF
D100B Kitchen 195 SF
D100C Dietician 176 SF
D100D Elec. 54 SF
D100E Warming Kitchen 239 SF

* Note:  This table is for Owner use only and shall not be used for 
      bidding purposes.

Scale:  1 1/2" = 1'-0"2 Door Jambs

Revisions Date
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Patient Tlt. 41
1C120B

Patient Tlt. 16
1C120A

Patient Tlt. 15
1C137A

Patient Room
35&36 - Two

Bed
1C137

Patient Room
37&38 - Two

Bed
1C120

Patient Room 6
- One Bed

1C202

Patient Tlt. 29
1C202A

Nurse Manager
1C119

Patient Storage
1

1C116

TLT.
1C139

Meds
1C117

Nour. Kitch.
1C138

Patient Tlt. 19
1C221A

Patient Room
19 - One Bed

1C221

Patient Room 3
- One Bed

1C112

Patient Room
33&34 - Two

Bed
1C109

Patient Tlt. 40
1C109A

Patient Tlt. 34
1C149B

Patient Tlt. 33
1C149A

Patient Tlt. 32
1C144A

Patient Room 4
- One Bed

1C155

Patient Tlt. 31
1C155A

Patient Room
39&40 - Two

Bed
1C149

Patient Room 7
- One Bed

1C200
Patient Tlt. 28

1C201A

Nurse Manager
1C104

Electric
1C111A

Equip.
1C145

Patient Room
11 - One Bed

1C115

Patient Tlt. 26
1C112A

Patient Tlt. 25
1C140A

Patient Room
10 - One Bed

1C144

Patient Tlt. 24
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Nurse Satelite
1C105

Recreation
Therapy
1C111

Patient Room
24 - One Bed

1C102

Laundry
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Soiled Linen
1C146

TLT.
1C147

HAC
1C148

Assoc. Chief
Nurse
1C154

Shared Psych.
Office
1C153

Soiled Utility
1C110

Equipment
Storage
1C113

Staff Lounge
1C100

Nourishment
Kitchen
1C152

Student Office
1C103C

Med Room
1C103D

Patient Tlt. 20
1C222A

Patient Tlt. 21
1C224A

Patient Tlt. 22
1C225A

Patient Tlt. 23
1C228A

Patient Tlt. 24
1C229A

Patient Room
24 - One Bed

1C229

Patient Room
23 - One Bed

1C228

Patient Room
22 - One Bed

1C225

Patient Room
21 - One Bed

1C224

Patient Room
20 - One Bed
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Nurse Satellite
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Patient Storage
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Patient Room
25 - One Bed
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Patient Tlt. 25
1C230A

Soiled Utility
1C211

Staff Shower
1C210

Staff Shower
1C209
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Corridor
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Corridor
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Patient Room
28 - One Bed
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Patient Room
29 - One Bed
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Shared Patient
Tlt. 28/29
1C150A

Staff Kitchen
1C100AToilet
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Toilet
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Corridor
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Nourishment
Kitchen
1C108

Patient Room
26 - One Bed

1C107
Patient Room
27 - One Bed
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Shared Patient
Tlt. 26/27
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Corridor
1C3 Corridor

1C2
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N Scale:  1/8" = 1'-0"

DIMENSION PLAN - SOUTH

N.T.S.Scale:

Key Plan

DIMENSION PLAN NOTES
1 Align face of wall.
2 Extend existing wall construction to underside of deck above. See Wall

Types.
3 Wall to extend to underside of existing soffit.
5 Locate sink in approximate location. Field verify structure below and

modify location as needed to clear strcuture below. See Detail 1/
137-A305

6 New door in existing framed location. Field Verify.
7 Hold wall assembly tight to structure.

GENERAL NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls. See Dtail 2/137-A103.

C. All wood blocking to be fire retardent treated.
D. First floor level 100'-0" equals 728'-0".
E. All partitions shall be type 'S1.0' unless noted otherwise.
F. Refer to detail 9 on sheet 137-A603 for information regarding core

drilling through existing building floor slabs.
G. Provide in Base Bid an allowance for removal/repair/construction of 20

linear feet of metal stud and gypsum wall board partitons.
H. Contractor shall include in base bid, smokestopping/firestopping of up

to 75 existing holes above ceiling in existing smoke or fire barriers (up
to 300 square inches total) at direction of COTR.  Contractor shall
include in base bid patching of 8 larger holes with 5/8” Type X gypsum
board in existing smoke or fire barriers (up to 25 square feet total) at
direction of COTR.  This patching is in addition to patching holes
created by demolition or new construction and shall include both faces
of wall.

Room List B
Number Name Area

--02 Courtyard 1767 SF
--03 Courtyard 2361 SF
--04 Courtyard 2659 SF
1C1 Corridor 175 SF
1C2 Corridor 1190 SF
1C3 Corridor 430 SF
1C10 Corridor 1032 SF
1C11 Corridor 486 SF
1C12A SPD 53 SF
1C15 Corridor 1085 SF
1C15A Nurse Satellite 51 SF
1C100 Staff Lounge 434 SF
1C100A Staff Kitchen 88 SF
1C101 Laundry 183 SF
1C102 Patient Room 24 - One Bed 319 SF
1C102A Patient Tlt. 24 117 SF
1C103A Toilet 52 SF
1C103B Toilet 43 SF
1C103C Student Office 77 SF
1C103D Med Room 120 SF
1C104 Nurse Manager 160 SF
1C105 Nurse Satelite 172 SF
1C105A Clst. 50 SF
1C105B Patient Storage 2 148 SF
1C106 Patient Room 27 - One Bed 314 SF
1C106A Shared Patient Tlt. 26/27 116 SF
1C107 Patient Room 26 - One Bed 348 SF
1C108 Nourishment Kitchen 124 SF
1C109 Patient Room 33&34 - Two Bed 549 SF
1C109A Patient Tlt. 40 120 SF
1C110 Soiled Utility 109 SF
1C111 Recreation Therapy 308 SF
1C111A Electric 54 SF
1C112 Patient Room 3 - One Bed 292 SF
1C112A Patient Tlt. 26 117 SF
1C113 Equipment Storage 431 SF
1C114 Resp. Office 54 SF
1C115 Patient Room 11 - One Bed 290 SF
1C116 Patient Storage 1 298 SF
1C117 Meds 123 SF
1C119 Nurse Manager 195 SF
1C120 Patient Room 37&38 - Two Bed 495 SF
1C120B Patient Tlt. 41 106 SF
1C137 Patient Room 35&36 - Two Bed 505 SF
1C137A Patient Tlt. 15 119 SF
1C138 Nour. Kitch. 94 SF
1C139 TLT. 61 SF
1C140 Patient Room 30 - One Bed 292 SF
1C140A Patient Tlt. 25 119 SF
1C141 Clerk 150 SF
1C142 Data 80 SF
1C143 Electric 46 SF
1C144 Patient Room 10 - One Bed 292 SF
1C144A Patient Tlt. 32 119 SF
1C145 Equip. 43 SF
1C146 Soiled Linen 99 SF
1C147 TLT. 35 SF
1C148 HAC 40 SF
1C149 Patient Room 39&40 - Two Bed 499 SF
1C149A Patient Tlt. 33 119 SF
1C149B Patient Tlt. 34 113 SF
1C150 Patient Room 29 - One Bed 331 SF
1C150A Shared Patient Tlt. 28/29 117 SF
1C151 Patient Room 28 - One Bed 331 SF
1C152 Nourishment Kitchen 74 SF
1C153 Shared Psych. Office 86 SF
1C154 Assoc. Chief Nurse 197 SF
1C155 Patient Room 4 - One Bed 322 SF
1C155A Patient Tlt. 31 118 SF
1C200 Patient Room 7 - One Bed 310 SF
1C200A Patient Tlt. 7 120 SF
1C201 Patient Room 8 - One Bed 308 SF
1C201A Patient Tlt. 28 120 SF
1C202 Patient Room 6 - One Bed 308 SF
1C202A Patient Tlt. 29 120 SF
1C209 Staff Shower 63 SF
1C210 Staff Shower 62 SF
1C211 Soiled Utility 113 SF
1C220 Stair #2 25 SF
1C221 Patient Room 19 - One Bed 310 SF
1C221A Patient Tlt. 19 120 SF
1C222 Patient Room 20 - One Bed 310 SF
1C222A Patient Tlt. 20 120 SF
1C224 Patient Room 21 - One Bed 310 SF
1C224A Patient Tlt. 21 120 SF
1C225 Patient Room 22 - One Bed 310 SF
1C225A Patient Tlt. 22 120 SF
1C226 Cln. Linen 24 SF
1C227 SPD 24 SF
1C228 Patient Room 23 - One Bed 307 SF
1C228A Patient Tlt. 23 120 SF
1C229 Patient Room 24 - One Bed 310 SF
1C229A Patient Tlt. 24 144 SF
1C230 Patient Room 25 - One Bed 310 SF
1C230A Patient Tlt. 25 143 SF

* Note:  This table is for Owner use only and shall not be used for 
      bidding purposes.
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N Scale:  1/8" = 1'-0"1 NOTE PLAN - AREA A

PLAN NOTES

N.T.S.Scale:

Key Plan

1 Refrigerator by Owner.
2 Modular casework by Owner.
3 Copier by Owner.
4 Exterior handrail. See Detail 7 on Sheet 137-A603
5 Recessed fire extinguisher cabinet. See 8/137-603.
6 Patient bed service headwall. See Detail 6 on Sheet 137-A602
8 Food warming unit by Owner. See Electrical Drawings.
9 Concrete paving. See Civil Drawings.
10 Planter framing. See Detail 4 on Sheet 137-A603
11 Planting bed. Landscaping by Owner.
12 Existing concrete pad to remain.
13 Existing areaway to remain.
14 Remove existing concrete slab.
15 Downspout connected to storm drain. See Plumbing / Civil Drawings.
16 Pergola.  Wood to be stained ST-1. See Sheet 137-A601
17 Preserve existing landscaping around perimeter of courtyard.
18 Relocated smoking shelter. See Civil and Structural Drawings.
19 Lockers by Owner.
20 Gas shut off station to remain.
21 Half height plumbing chase. See Detail 1 on Sheet 137-A603
22 Infrared touchless automatic door operator control recessed into

wall/storefront/hollow metal frame.
23 Remove and reinstall monitor bracket as required to install new finishes.
24 Remove and reinstall monitor and monitor bracket as required to install

new finishes.
25 Remove and relocate monitor bracket. Coordinate location with

electrical device relocation. See Electrical Drawings.
26 Black out film on windows. See Detail 10 on 137-A603
27 Door access control, card reader, See Electrical Drawings.
28 Automatic door motion detector location. Surface mount to  canopy

ceiling. See Electrical Drawings.
29 Ice Machine by Owner.
30 See Sheet 137-A405 for courtyard plans and notes.
32 Ice machine by Owner.

GENERAL NOTES
A. Refer to detail 9 on sheet 137-A603 for information regarding core drilling
through existing building floor slabs.
B. Furniture shown dashed is N.I.C..
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N Scale:  1/8" = 1'-0"1 NOTE PLAN - AREA B

N.T.S.Scale:

Key Plan

PLAN NOTES
1 Refrigerator by Owner.
2 Modular casework by Owner.
3 Copier by Owner.
4 Exterior handrail. See Detail 7 on Sheet 137-A603
5 Recessed fire extinguisher cabinet. See 8/137-603.
6 Patient bed service headwall. See Detail 6 on Sheet 137-A602
8 Food warming unit by Owner. See Electrical Drawings.
9 Concrete paving. See Civil Drawings.
10 Planter framing. See Detail 4 on Sheet 137-A603
11 Planting bed. Landscaping by Owner.
12 Existing concrete pad to remain.
13 Existing areaway to remain.
14 Remove existing concrete slab.
15 Downspout connected to storm drain. See Plumbing / Civil Drawings.
16 Pergola.  Wood to be stained ST-1. See Sheet 137-A601
17 Preserve existing landscaping around perimeter of courtyard.
18 Relocated smoking shelter. See Civil and Structural Drawings.
19 Lockers by Owner.
20 Gas shut off station to remain.
21 Half height plumbing chase. See Detail 1 on Sheet 137-A603
22 Infrared touchless automatic door operator control recessed into

wall/storefront/hollow metal frame.
23 Remove and reinstall monitor bracket as required to install new finishes.
24 Remove and reinstall monitor and monitor bracket as required to install

new finishes.
25 Remove and relocate monitor bracket. Coordinate location with

electrical device relocation. See Electrical Drawings.
26 Black out film on windows. See Detail 10 on 137-A603
27 Door access control, card reader, See Electrical Drawings.
28 Automatic door motion detector location. Surface mount to  canopy

ceiling. See Electrical Drawings.
29 Ice Machine by Owner.
30 See Sheet 137-A405 for courtyard plans and notes.
32 Ice machine by Owner.

GENERAL NOTES
A. Refer to detail 9 on sheet 137-A603 for information regarding core drilling
through existing building floor slabs.

Revisions Date
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N Scale:  1/8" = 1'-0"1 PENTHOUSE

1 Air handler unit. See Mechanical drawings.
2 Existing roof system.
3 See roof plan for information regarding roof systems,

edge metal, expansion joints, etc.
4 48" wide x 88" high exterior wall louver. Set base of

louver 8" above concrete curb.
5 40" wide x 64" high exterior wall louver. Set base of

louver 8" above concrete curb.
6 Painted metal railing.

PLAN NOTES

N.T.S.Scale:

Key Plan
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N Scale:  1/8" = 1'-0"

REFLECTED CEILING PLAN - AREA A

GENERAL  NOTES
A. All wood blocking shall be fire retardant.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information regarding final
information and quantites of fixtures/devices to be installed in ceiling.

D. See Electrical Drawings for lighting specifications.
E. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
F. Ceiling height to be 9'-0" AFF, unless noted otherwise.
G. See Room Finish Schedule, Sheet A701 for all ceiling finishes.

CEILING NOTES
1 No ceiling work this area.
2 Re-work existing grid. Center existing light fixture.
3 Remove portion of existing grid for installation of new partition and/or soffit.

Install new grid as required. Cut and reinstall existing ceiling tiles.
4 Nominal 10' wide x 8' long patient lift (typical at single resident rooms)

furnished and installed by others. See Detail 1, Sheet A108.
5 Nominal 9' wide x 8' long patient lift (typical at double resident rooms)

furnished and installed by others. See Detail 1, Sheet A108.
6 Structure above. See Structural drawings for reinforcing locations.
7 Patient lift track support framing furnished and installed by others.
8 Recessed, fixed patient lift track furnished and installed by others.
9 Anchor suspended ceiling grid to upper portion of fixed track only.
10 Suspended acoustic ceiling system.
11 Moving patient lift track furnished and installed by others.
12 Surface-mounted cubicle curtain track.
13 Ceiling-mounted TV bracket furnished and installed by Owner. Coordinate all

above-ceiling systems with TV mounting requirements.
14 Patient headwall unit. See Detail 5, Sheet A602.
15 Roller shade in new window opening. See Detail 1B, Sheet A303.
16 Roller shade in existing window opening. See Detail 5, Sheet A603.
17 Shower curtain rod.
18 New gypsum board bulkhead supported from structure above.
19 Exhaust hood. See HVAC drawings for additional information.

N.T.S.Scale:

Key Plan

Scale:  1 1/2" = 1'-0"1 PATIENT LIFT DETAIL
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N Scale:  1/8" = 1'-0"

REFLECTED CEILING PLAN - AREA B

N.T.S.Scale:

Key Plan

CEILING NOTES
1 No ceiling work this area.
2 Re-work existing grid. Center existing light fixture.
3 Remove portion of existing grid for installation of new partition and/or soffit.

Install new grid as required. Cut and reinstall existing ceiling tiles.
4 Nominal 10' wide x 8' long patient lift (typical at single resident rooms)

furnished and installed by others. See Detail 1, Sheet A108.
5 Nominal 9' wide x 8' long patient lift (typical at double resident rooms)

furnished and installed by others. See Detail 1, Sheet A108.
6 Structure above. See Structural drawings for reinforcing locations.
7 Patient lift track support framing furnished and installed by others.
8 Recessed, fixed patient lift track furnished and installed by others.
9 Anchor suspended ceiling grid to upper portion of fixed track only.
10 Suspended acoustic ceiling system.
11 Moving patient lift track furnished and installed by others.
12 Surface-mounted cubicle curtain track.
13 Ceiling-mounted TV bracket furnished and installed by Owner. Coordinate all

above-ceiling systems with TV mounting requirements.
14 Patient headwall unit. See Detail 5, Sheet A602.
15 Roller shade in new window opening. See Detail 1B, Sheet A303.
16 Roller shade in existing window opening. See Detail 5, Sheet A603.
17 Shower curtain rod.
18 New gypsum board bulkhead supported from structure above.
19 Exhaust hood. See HVAC drawings for additional information.

GENERAL  NOTES
A. All wood blocking shall be fire retardant.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information regarding final
information and quantites of fixtures/devices to be installed in ceiling.

D. See Electrical Drawings for lighting specifications.
E. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
F. Ceiling height to be 9'-0" AFF, unless noted otherwise.
G. See Room Finish Schedule, Sheet A701 for all ceiling finishes.
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N Scale:  1/16" = 1'-0"

ROOF PLAN

1 Stainless steel coping.
2 Stainless steel drip edge and gutter. See Exterior Elevations for

down spout locations.
3 SBS modified bitumen roof.
4 Stainless steel gravel stop / fascia.
5 Roof top expansion joint. See Detail 3 on Sheet 137-A303.
7 Pergola. See Sheet A601.
8 Cricket formed w/ tapered insulation min. slope 1/2" per foot.
9 Mechanical equipment. Reference HVAC Drawings for additional

information.
10 Plumbing vent.  Reference Plumbing Drawings for additional

information.
11 Existing light monitors.
12 Stainless steel expansion coping. See Detail 5 on Sheet 137-A304.
13 Metal clad modified membrane flashing fastened 8" O.C.
14 Metal clad modified membrane flashing ply 9" min. on roof field.
15 Base flashing ply 6" min. on to roof field.
16 Energy Star Certified modified membrane cap sheet.
17 Polyisocyanurate insulation.
18 5/8" gypsum coverboard.
19 2 x 12 pressure treated nailers.
20 Vent / Conduit
22 SBS modified membrane base sheet.
23 PMMA resin based flashing system.
24 Metal roof deck at New Construction or concrete roof deck at

Existing Building.
25 Sealant all around.

ROOF NOTES

A. See Electrical Drawings for lightening protection and other roof mounted
devices.

B. See Plumbing Drawings for plumbing vents.
C. See Mechanical Drawings for roof top mechanical equipment.

GENERAL NOTES

Revisions Date

N.T.S.Scale:

Vent/Conduit Roof Penetration Details -
Typical
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Scale:  1/8" = 1'-0"1 WEST PLAN

Scale:  1/8" = 1'-0"5 EAST PLAN

1 Patient bed service headwall.  Face panel finish to match PL-1.
2
3 Light fixture.  See Electrical Drawings.
4 Surface-mounted cubicle curtain track.
5 Ceiling-mounted TV bracket furnished and installed by Owner.

Coordinate all above-ceiling systems with TV mounting
requirements.

6 Suspended acoustic ceiling tile/grid.
7 5/8" gypsum board ceiling.
8 Nominal 8'x 9' patient lift (typical at double resident rooms) furnished

and installed by others. See Detail 1, Sheet A108.

PLAN NOTES

Scale:  1/8" = 1'-0"3 WEST FINISH PLAN

Scale:  1/8" = 1'-0"7 EAST FINISH PLAN
Scale:  1/8" = 1'-0"8 EAST FURNITURE PLAN

Scale:  1/8" = 1'-0"4 WEST FURNITURE PLAN
Scale:  1/8" = 1'-0"2 WEST RCP

Scale:  1/8" = 1'-0"6 EAST RCP

A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. First floor level 100'-0" equals 728'-0".
E. All partitions shall be type 'S1.0' unless noted otherwise.

GENERAL NOTES

N N.T.S.Scale:

KEY PLAN

ROOM FINISH SCHEDULE

Number Name
Floor
Finish

Base
Finish Casework Countertop North Wall South Wall East Wall West Wall

Ceiling
Finish

1C127 Patient Room 2 - Two Bed WSF-2 RB-1 PL-1 SS-1 P-1 P-2 P-2 P-1 AT-1
1C129 Patient Room 2 - Two Bed WSF-2 RB-1 PL-1 SS-1 P-2 P-1 P-2 P-1 AT-1
1C129A Patient Tlt. 2 PT-1 PTB-1 P-1/PT-2 P-1/PT-2 P-1/PT-2 P-1/PT-2 GWB-1
1C132A O.P. Nurse CPT-1 RB-1 P-1 P-1 P-1 P-1 AT-1
1C133 Patient Room 1 - Two Bed WSF-2 RB-1 PL-1 SS-1 P-2 P-1 P-1 P-2 AT-1
1C133A Patient Tlt. 1 PT-1 PTB-1 P-1/PT-2 P-1/PT-2 P-1/PT-2 P-1/PT-2 GWB-1
1C134 Patient Room 2 - Two Bed WSF-2 RB-1 PL-1 SS-1 P-1 P-2 P-1 P-2 AT-1
1C134A Patient Tlt. 2 PT-1 PTB-1 P-1/PT-2 P-1/PT-2 P-1/PT-2 P-1/PT-2 GWB-1

Revisions Date
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PLAN NOTES
1 Shelled space.
2 See Detail 1 on Sheet 137/A707 for typical corridor hand rail / crash

rail detail.
3 See Detail 4 on Sheet 137/A707 for tyical corridor chair rail / rigid

wallcovering detail.
4 Recessed slab.  See Structural Drawings.
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ELEVATION NOTES

1 Grade slope away from building.  See Civil Drawings
2 Approximate location of existing electrical duct bank and

manholes.
3 Pilings.  See Structural Drawings.
4 Pile cap.  See Structural Drawings.
5 Pipe basement access areaway.
6 Type A brick veneer in Flemish bond pattern with Type B brick

headers. See detail 3a on sheet 137-A201.
7 Type A brick veneer in running bond pattern.
8 Brick soldier course.
9 Expansion joint.
10 5" x 6" gutter
11 4" t x 4" d downspout
12 Stainless steel coping
13 Aluminum storefront window.
14 Aluminum storefront and entry door
15 Hollow metal door and frame.
16 Prefinished metal louver.
17 Steel Guardrail.
18 36" W x 48’ T steel access door and frame
19 Building expansion joint.
20 Prefinished metal siding panel.
21 Expansion joint at inside corner.
22 36" W x 30" H ventilation louver. See Mechanical Drawings. See

Structural Drawings.
23 30" W x 16" H ventilation louver. See Mechanical Drawings. See

Structural Drawings.
24 Existing roof and parapet.

Scale:  1/8" = 1'-0"2 North Elevation (East Addition)

Scale:  1/8" = 1'-0"3 East Elevation (East Addition)

Scale:  1/8" = 1'-0"1 South Elevation (East Addition)

Scale:  1/8" = 1'-0"4 West Elevation (East Addition)
Scale:  1/8" = 1'-0"5 West Elevation (East Addition)

Scale:  1/8" = 1'-0"6 West Elevation (East Addition)

Scale:  12" = 1'-0"

Building Elevations East

Scale:  3/4" = 1'-0"3A Brick Pattern Elevation
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Scale:  1/8" = 1'-0"5 Partial East Elevation  (West Addition)

Scale:  1/8" = 1'-0"1 North Elevation (West Addition)
Scale:  1/8" = 1'-0"2 West Elevation  (West Addition)

Scale:  1/8" = 1'-0"3 South Elevation  (West Addition)
Scale:  1/8" = 1'-0"4 Partial East Elevation  (West Addition)

ELEVATION NOTES

1 Grade slope away from building.  See Civil Drawings
2 Approximate location of existing electrical duct bank and

manholes.
3 Pilings.  See Structural Drawings.
4 Pile cap.  See Structural Drawings.
5 Pipe basement access areaway.
6 Type A brick veneer in Flemish bond pattern with Type B brick

headers. See detail 3a on sheet 137-A201.
7 Type A brick veneer in running bond pattern.
8 Brick soldier course.
9 Expansion joint.
10 5" x 6" gutter
11 4" t x 4" d downspout
12 Stainless steel coping
13 Aluminum storefront window.
14 Aluminum storefront and entry door
15 Hollow metal door and frame.
16 Prefinished metal louver.
17 Steel Guardrail.
18 36" W x 48’ T steel access door and frame
19 Building expansion joint.
20 Prefinished metal siding panel.
21 Expansion joint at inside corner.
22 36" W x 30" H ventilation louver. See Mechanical Drawings. See

Structural Drawings.
23 30" W x 16" H ventilation louver. See Mechanical Drawings. See

Structural Drawings.
24 Existing roof and parapet.
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FLOOR SLAB

FIN. CEILING

STRUCTURE
ABOVE

1-HR RATED
FIRE BARRIER
U.L. #U465

1-HR RATED
FIRE BARRIER
U.L. #U465

1 1/2"

S1.0

S1.0-F

S1.0-S

S1.1

S1.1-F

S1.1-S

S1.2S2.0S3.0

NON-RATED
SMOKE PARTITIONS1.0-N

1-HR RATED
SMOKE BARRIER
U.L. #U465

1-HR RATED
SMOKE BARRIER
U.L. #U465

NON-RATED
SMOKE PARTITIONS1.1-N

4 7/8"7 1/4"9 1/4"

Thermal batt insulation,
R-19 min.

5/8" type "x" gypsum board.
* Note 1
5/8" type "x" gypsum board.
* Note 1

3-5/8"  20 ga. Track & studs
@ 16" o.c.

Acoustic sealant / fire-rated
sealant each side

Acoustic sealant / fire-rated
sealant each side

Acoustic sealant / fire-rated
sealant each side

6" 20 ga. track & studs @
16" o.c.

Acoustic sealant / fire-rated
sealant each side

Thermal batt insulation,
R-19 min.

5/8" type "x" gypsum board.
* Note 1

Thermal batt insulation,
R-19 min.

5/8" type "x" gypsum board.
* Note 1

Acoustic sealant / fire-rated
sealant each side

8" 20 ga. track & studs @
16" o.c.

Acoustic sealant / fire-rated
sealant each side

5/8" type "x" gypsum board.
* Note 1

5/8" type "x" gypsum board.
* Note 1

3-5/8"  20 ga. Track & studs
@ 16" o.c.

Acoustical sealant

Vapor barrier @ exterior wall
locations only

7/8" furring channel @ 16"
o.c. horz.

6" 6"

FLOOR SLAB

FIN. CEILING

STRUCTURE
ABOVE

1-HR RATED
FIRE BARRIER
U.L. #U465

X1.0

X1.0-F

X1.0-S 1-HR RATED
SMOKE BARRIER
U.L. #U465

4 7/8"

Thermal batt insulation,
R-19 min.

3-5/8"  20 ga. Track & studs
@ 16" o.c.

Acoustic sealant / fire-rated
sealant each side

1 layer 5/8" type "x"gypsum
board on corridor side only
@ X1.0

Existing gypsum board
partition to remain.

7 1/4"

6" 20 ga. track & studs @
16" o.c.

Acoustic sealant / fire-rated
sealant each side

5/8" type "x" gypsum board.
* Note 1
5/8" type "x" gypsum board.
* Note 1

1-HR RATED
FIRE BARRIER
U.L. #U465

X3.0-F

Fiberglass batt insulation,
R-19 min.

Acoustic sealant / fire-rated
sealant each side
Acoustic sealant / fire-rated
sealant each side

4 1/4" @ X1.0

S4.0-F

3-5/8"  20 ga. Track & studs
@ 16" o.c.

1'
 - 

7 
1/

4"

5/8" type "x" gypsum board
each side.
5/8" type "x" gypsum board
each side.

Tape & compound @ joint.

Existing 5 5/8" CMU
partition to remain.

5/8" type "x" gypsum board.

5/8" type "x" gypsum board.
* Note 1

5/8" type "x" gypsum board.
* Note 1

S6.0

5/8" type "x" gypsum board.
* Note 1

3-5/8"  20 ga. Track & studs
@ 16" o.c.

6"

5/8" type "x" gypsum board.
* Note 1

2-HR RATED
FIRE BARRIER
U.L. #U419

3/4" type "x" gypsum board

Acoustic sealant / fire-rated
sealant each side

3" minimum wool batts.

Acoustic sealant / fire-rated
sealant each side

T3.0

Existing gypsum board
partition to remain.

EXISTING
PHASING
PARTITION

T2.0-F

4 7/8"

Thermal batt insulation,
R-19 min.

3-5/8"  20 ga. Track & studs
@ 16" o.c.

Acoustic sealant / fire-rated
sealant each side

Acoustic sealant / fire-rated
sealant each side

T1.0

4 7/8"

5/8" type "x" gypsum board.
* Note 1
5/8" type "x" gypsum board.
* Note 1

3-5/8"  20 ga. Track & studs
@ 16" o.c.

Acoustic sealant / fire-rated
sealant each side

Acoustic sealant / fire-rated
sealant each side

T1.0-F TEMPORARY
PHASING
PARTITION
1-HR RATED
FIRE BARRIER
U.L. #U419

TEMPORARY
PHASING
PARTITION
2-HR RATED
FIRE BARRIER
U.L. #U419

TEMPORARY
PHASING
PARTITION
0-HR RATED
U.L. #U419

(2) layers 5/8" type "x"
gypsum board each side.
(2) layers 5/8" type "x"
gypsum board each side.

Non-combustible plastic
sheeting sealed to roof deck
and wall.

Vapor barrier @ exterior wall
locations only

6"

X2.0

Existing metal stud framing
to remain

5/8" type "x" moisture resistant
gypsum board, except
1/2" cement board
at ceramic tile locations

Existing wall finish to remain

*5/8" type "x" gypsum board

*5/8" type "x" gypsum board
to underside of structure
on corridor side

Deflection trackDeflection trackDeflection trackDeflection trackDeflection trackDeflection track

Deflection track Deflection track Deflection track Deflection track

* NOTE 1 - 5/8" TYPE "X" MOISTURE RESISTANT GYPSUM BOARD AT ALL BATHROOMS AND WET WALLS.
      5/8" CEMENT BOARD AT ALL WALL THAT ARE A SUBSTRATE FOR CERAMIC TILE

Replace existing gypsum board
w/ type "x" @ X1.0-F , X1.0-S

E1.2

6"

Vapor barrier.

6" 12 gauge cold formed
metal framing.

Air & moisture barrier.

2" rigid polyisocyanurate
insulation, Cut to fit tight to
aluminum window framing.
Secure in place.

E1.1

8" 6"

1' - 2 5/8"

Vapor barrier.

6" 12 gauge cold formed
metal framing.

5/8" type "x" gypsum board.
* Note 1

Air & moisture barrier.

2" rigid polyisocyanurate
insulation, Cut to fit tight to
aluminum window framing.
Secure in place.

Adjustable veneer anchors
@ 16" o.c. vertical, 24" o.c.
horizontal.

Brick veneer. See
Elevations for bond pattern.

Air cavity.

5/8" type "x" gypsum board.
* Note 1

5/8" exterior fiberglass faced
gypsum sheathing.

Thermal batt insulation.
R-19 minimum.

Thermal batt insulation.
R-19 minimum.

__ GA. prefinished metal
siding panel.

5/8" exterior fiberglass faced
gypsum sheathing.

5/8" exterior fiberglass faced
gypsum sheathing.

* 8" 12 gauge cold
formed metal framing
at Patient Room 23 -1C228

2"
1"

2"

Concrete deck
Deflection track

5/8" type "x" gypsum board

Metal studs

5/8" type "x" gypsum board
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Scale:  3/4" = 1'-0"1 Section
Scale:  3/4" = 1'-0"2 Section

Scale:  3/4" = 1'-0"3 Section

1 Aluminum storefront.
2 5" x 6" stainless steel gutter.
3 3-5/8" metal stud
4 5/8" type "x" gypsum board.
5 Structural steel framing. See Structural Drawings.
6 2" self expanding open cell foam seal.
7 10" concrete slab. See Structural Drawings.
8 Continuous sealant.
9 Brick soldier course. - To match existing.
10 Thermal batt insulation, R-19 min.
11 Solid surface sill.
12 6" 12 ga. cold formed metal framing track.
13 Concrete foundation wall. See Structural Drawings.
14 Aluminum sill flashing w/ end dams. Color to match

storefront.
15 Mortar mesh.
16 Asphalt coated copper thru-wall flashing.
17 Weep/vent @ 16" o.c. horizontal.
18 Grout solid.
19 Storm drainage. See Civil Drawings.
20 4" sand bed over vapor barrier.
21 Metal deck. See Structural Drawings.
22 SBS Modified Bitumen roofing over 1/2" gypsum

recover board and polyisocyanurate insulation.
23 Fiber board cant.
24 Stainless steel coping.
25 5/8" exterior grade plywood.
26 Extend roof flashing across top of parapet and turn

down 2" at outside face of wall.
27 4" x 4" stainless steel downspout.
28 1x w/ aluminum fascia.
29 Existing construction.
30 2x pressure treated wood blocking.
31 2x pressure treated wood blocking.
32 2" space between existing construction and new slab.
33 Acoustical ceiling grid/tile.
34 Cubicle curtain track.
35 Lap air & moisture over thru-wall flashing.
36 Cold formed metal box header.
37 Solar shade/black out shade assembly w/ fascia.Install

per all manufacturer's instructions.
38 Steel angle lintel.  See Structural Drawings.
39 Air & moisture flashing membrane over wood blocking.
40 3 5/8" light gauge framing track.
41 Stainless steel drip edge.
42 Extend base sheet over blocking and turn down 3".
43 Stainless steel metal edge nailed 6" O.C. staggered.
44 Modified membrane flashing ply 6" min. on field.
45 Base flashing ply 3" min. on field.
46 Energy Star Certified modified membrane cap sheet.

SECTION NOTES

Scale:  1 1/2" = 1'-0"1A Section Detail

Scale:  1 1/2" = 1'-0"1B Section Detail

Scale:  1 1/2" = 1'-0"1C Section Detail

Scale:  1 1/2" = 1'-0"2A Section Detail

Scale:  1 1/2" = 1'-0"3A Section Detail

Scale:  1 1/2" = 1'-0"3B Section Detail

Revisions Date
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Scale:  3/4" = 1'-0"1 Section2 Section
Scale:  3/4" = 1'-0"3 Section

1 SBS Modified Bitumen roofing over 1/2" gypsum
recover board and polyisocyanurate insulation.

2 Suspended acoustic ceiling tile/grid.
3 Aluminum storefront window system.
4 Structural steel framing. See Structural Drawings.
5 10" concrete slab. See Structural Drawings.
6 Concrete foundation wall. See Structural Drawings.
7 Brick soldier course. - To match existing.
8 5/8" cement board at patient toilets behind tile.
9 6" 12 ga. cold formed metal framing track.
10 3-5/8" metal stud
11 5/8" moisture resistant gypsum board at patient toilet

ceilings.
12 4" x 4" stainless steel downspout.
13 5" x 6" stainless steel gutter.
14 Stainless steel coping.
15 Weep/vent @ 16" o.c. horizontal.
16 Concrete curb. See Structural Drawings.
17 Extend gypsum sheathing, air & moisture barrier and

insulation past concrete slab/curb.
18 Accent brick pattern below gutter. See Detail 3A on

sheet 137 - A201
19 4 1/2" concrete on 2" composite metal deck.
20 4" sand bed over vapor barrier.
21 Hinge.
22 3/4" diameter rungs at 12" o.c. vent.
23 5/8" expansion shield anchor @ 12" o.c.
24 2 1/2" x 1/4" steel rails.
25 3" x 5" x 1/4" x 4" long steel clip angle.
26 Grating.
27 1 1/2" diameter aluminum pipe rail gate.
28 3 1/2" x 3 1/2" x 1/4" BRG angle.
29 Padlock hasp.
30 Weld fixed portion to angle.
31 Metal deck. See Structural Drawings.
32 3 5/8" light gauge framing track.
33 2x pressure treated wood blocking.
34 1x w/ aluminum fascia.
35 5/8" type "x" gypsum board.
36 Acoustical ceiling grid/tile.
37 Hold open latch.
38 Asphalt coated copper thru-wall flashing.
39 Turn up roof membrane 8" and finish with termination

bar. Cover with thru wall flashing.
40 Mortar mesh.
41 Lap air & moisture over thru-wall flashing.
42 Corridor hand rail.
43 42" high 1 1/2" diameter aluminum pipe guard rail.
44 6" gravel base.
45 Vapor barrier.
46 5/8" exterior gypsum board soffit.
47 Stainless steel drip edge.
48 Steel access door.
49 Extend roofing up wall and flash.
50 Fiber board cant.
51 Existing construction.
52 Continuous cleat.
53 Fixed side of expansion coping.
54 Remove existing coping at new construction.
55 New blocking. Align top of blocking with existing

blocking.
56 Coping expansion. Hold down assembly with slip

fastener as required to permit 1" of movement in either
direction.

57 Stainless steel expansion coping.
58 Extend roof flashing across top of parapet and turn

down 2" at outside face of wall.
59 2x pressure treated wood blocking.
60 5/8" exterior grade plywood.

Scale:  3/4" = 1'-0"4 Areaway Section

SECTION NOTES

Scale:  1 1/2" = 1'-0"3A Canopy Section Detail - Typical

Scale:  1 1/2" = 1'-0"2A Penthouse Curb Section Detail

Scale:  1 1/2" = 1'-0"5 Section Detail

Revisions Date

Scale:  1 1/2" = 1'-0"6 Canopy Section Detail - Typical
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Scale:  3/8" = 1'-0"4 STAIR SECTION - WEST PENTHOUSE

SECTION NOTES

1 Structural steel framing. See Structural Drawings.
2 Acoustical ceiling grid/tile.
3 10" concrete slab. See Structural Drawings.
4 4 1/2" concrete on 2" composite metal deck.
5 Concrete slab. See Structural Drawings.
6 5" sand bed.
7 Painted steel guardrail, 1-1/2" ID.  Grind joints smooth and

factory prime.
8 Concrete curb. See Structural Drawings.
9 SBS Modified Bitumen roofing over 1/2" gypsum recover

board and polyisocyanurate insulation.
10 Painted steel handrail, 1-1/2" ID.  Grind all joints smooth and

factory prime.
11 3/4" steel pickets @ 4" o.c.  Factory prime.
12 Tread.
13 Stringer.
14 Stainless steel coping.
15 Pour stop closure.
16 3-5/8" metal stud
17 Modify location of metal stud framing as required to avoid

conflicts with ductwork.
18 5/8" type "x" gypsum board.
19 Wall mounted light fixture.  See Electrical Drawings.
20 Sheet metal toe kick enclosure by stair manufacturer.
21 1" H stud with shaft liner panels and 5/8" type "x" gypsum

board angled to achieve a 1 HR rated assembly.

Scale:  1/4" = 1'-0"1 STAIR PLAN - PIPE BASEMENT
Scale:  1/4" = 1'-0"3 STAIR PLAN - PENTHOUSE

Scale:  1/4" = 1'-0"2 STAIR PLAN - FIRST FLOOR

Scale:  3/4" = 1'-0"5 CORRIDOR SOFFIT SECTION
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